Integrating solar thermal energy into the conventional Combined Cycle Power Plant (CCPP) has been proved to be an efficient way to use solar energy and improve the generation efficiency of CCPP. In this paper, the energy, exergy, and economic (3E) methods were applied to the models of the Integrated Solar Combined Cycle System (ISCCS). The performances of the proposed system were not only assessed by energy and exergy efficiency, as well as exergy destruction, but also through varied thermodynamic parameters such as DNI and T a . Besides, to better understand the real potentials for improving the components, exergy destruction was split into endogenous/exogenous and avoidable/unavoidable parts. Results indicate that the combustion chamber of the gas turbine has the largest endogenous and unavoidable exergy destruction values of 202.23 MW and 197.63 MW, and the values of the parabolic trough solar collector are 51.77 MW and 50.01 MW. For the overall power plant, the exogenous and avoidable exergy destruction rates resulted in 17.61% and 17.78%, respectively. In addition, the proposed system can save a fuel cost of 1.86 $/MW·h per year accompanied by reducing CO 2 emissions of about 88.40 kg/MW·h, further highlighting the great potential of ISCCS.
Introduction
The production of electricity generated by the consumption of coal, oil, and natural gas is still one of the dominating sources of development in the globe [1] . The rapid development of gas power generation demands huge expenditure of natural gas. More importantly, improvement of efficiency leads to lower energy consumption [2] . In this regard, solar energy is considered to be a promising energy in the near future [3] [4] [5] [6] . Solar energy could also provide 11.3% of global electricity by 2050 according to the International Energy Agency (IEA) [7, 8] . Following this progress, some solar thermal power plants have been built in many countries like the United States and China [8] .
However, solar thermal power generation is facing some constraints such as huge initial investment (heat storage system accounts for 25% of total investment) and low thermal performance [9] [10] [11] . While integrating the parabolic trough solar field into a conventional Combined Cycle Power Plant (CCPP) leads to significant reductions in the capital and operation and maintenance costs due to utilization of common equipment such as the steam turbine and heat sink.
Initially, Luz Solar International proposed an integrated solar combined cycle system (ISCCS) to increase power plant efficiency and reduce fossil fuel consumption [12, 13] . In the system, steam produced by the solar collector plant is not directly used for power generation but to replace the steam in the Heat Recovery Steam Generator (HRSG), and then to continue to do work in the turbines. The ISCCS can avoid the instability of the pure solar thermal power plant which uses solar energy directly. Besides, the ISCCS can save a part of the fuel consumption and improve the efficiency compared with conventional CCPP, since solar energy is free and abundant in nature. Therefore, many ISCCSs have been built in the world including the 75 MW Solar Energy Center in Florida, the 20 MW ISCCS Hassi R'me in Algeria, the 20 MW ISCCS Kuraymat in Egypt, and the 20 MW ISCCS Ain Beni Mathar in Morocco [14] [15] [16] .
Many researches on ISCCS have been done on the basic theory and application to optimize performance. Kelly et al. [17] studied two integrated generations and concluded that producing high-pressure steam for addition to the HRSG is the most efficient way to use solar thermal energy. Li et al. [4] proposed and investigated a two-stage ISCCS with direct steam generation (DSG) technology, and the net solar-to-electricity efficiency and exergy efficiency of the overall system were boosted by 1.2% and 2.5% through this technique compared with the one-stage ISCCS. Zhu [18] utilized a model of an ISCCS to explore the system behavior under different input parameters (ambient temperature and solar thermal input). The modulated approach described that solar hybridization into the CCPP was effective in achieving higher efficiency than that of the steam cycle. In another report, Liu et al. [19] figured out the thermodynamic performance of two solar-biomass hybrid CCPPs under off-design conditions. The annual overall system net solar-to-electric efficiency and energy efficiency resulted in 18.49% and 29.36%, respectively. Additionally, to improve the performance of the gas turbine with high DNI and ambient temperature, Montes et al. [20] documented the annual operation of an ISCCS. The better ISCCS results were demonstrated in Las Vegas and Almeria, especially when the solar hybridization was coupled to the CCPP. In addition, Baghernejad et al. [21] used a thermo-economic concept for optimization of an ISCCS. The results show that the objective function (investment cost of equipment) for the optimum operation was reduced by 11% and the electricity cost was lower than the base case. Brodrick et al. [22] revealed that a marked increase in the operating flexibility of the ISCCS is observed when the outlet temperature of the solar heat transfer fluid is allowed to vary over the course of the day. Mabrouk et al. [23] evaluated the performance of ISCCS by thermodynamic analysis, and additionally investigated the performance of the main parameters on solar integration. It revealed that the thermal-to-electrical efficiency drops as the integrated solar rate increases. However, the efficiency can be improved by increasing the mass flow rate of the solar field.
Exergetic analysis has become a key tool and an integral part of thermodynamic assessment in analyzing power generation systems. Fahad et al. [24] analyzed selected thermal systems driven by PTSC. This revealed that the main source of exergy destruction was the solar collector where more than 50% of inlet exergy was destroyed. To the best of our knowledge there are very limited articles based on the energy, exergy analysis, and economic performance assessment of the ISCCS. Zare et al. [3] assessed a combined cycle, which consisted of two organic Rankine cycles and a closed Brayton cycle. The results indicated that an exergy efficiency of more than 30% was achieved. In addition, the system showed a better performance than the others under similar operation conditions. Sorgulu et al. [25] evaluated an ISCCS via thermodynamic analysis and results showed that 151.72 MW output power is generated by recovering exhausted gases and using solar collectors. Rovira et al. [26] revealed that the only-evaporative DSG configuration had a better performance in ISCCS configurations, since it benefitted from both high thermal efficiency in the solar field and low irreversibility in the HRSG.
In this paper, the overall design of ISCCS was analyzed via energy and exergetic methods. Different from previous studies, our work considers the effect of ambient temperature and solar radiation intensity. Our goal is to further evaluate quantitatively the causes and locations of the thermodynamic imperfection in the system, and thus indicate the possibilities of thermodynamic improvement through exergy destruction in each components of ISCCS. Moreover, economic analysis Entropy 2018, 20, 313 3 of 18 was used to evaluate the economic rationality of the system. Our results provide significant ways to improve energy-saving in ISCCS accompanied by reduced CO 2 emissions of 88.40 kg/MW·h.
System Description and Assumptions

System Description
The proposed ISCCS consists of a traditional SGT5-4000F including a Siemens V94.3A gas turbine (Zhengzhou, China), a three-pressure HRSG with reheat and a parabolic trough solar collector (PTSC) as depicted in Figure 1 . analysis was used to evaluate the economic rationality of the system. Our results provide significant ways to improve energy-saving in ISCCS accompanied by reduced CO2 emissions of 88.40 kg/MW·h.
System Description and Assumptions
System Description
The proposed ISCCS consists of a traditional SGT5-4000F including a Siemens V94.3A gas turbine (Zhengzhou, China), a three-pressure HRSG with reheat and a parabolic trough solar collector (PTSC) as depicted in Figure 1 . In the ISCCS, the processes start from the burning of compressed air and fuel in the combustion chamber (CC). The produced gas accompanied by high temperature and pressure further expands in the turbine to deliver useful work. In addition, the flue gas of the gas turbine enters the HRSG to heat feed water to steam. This steam goes to the steam turbine through economizers, evaporators, and super heaters. On the other hand, when the CCPP is integrated with solar energy, a certain amount of feed water from the HRSG will be heated up by solar energy as well.
In particular, the solar injection point is a very significant parameter because efficient solar injection leads to a higher solar-to-electric efficiency (ƞsol-elec). Additionally, considering the lower temperature difference between the steams before mixing could be effective to overcome the energy losses. Therefore, the superheated steam (358 ℃) is generated by the solar collector mixed with the exhaust steam (349 ℃) of the high pressure turbine and the intermediate pressure superheated steam (329 ℃ ). Furthermore, the reheater heats up these steams before they are injected back to the intermediate pressure turbine. The T-S diagram of the ISCCS is shown in Figure 2 .
Herein, solar energy was used as an auxiliary resource and the superheated steam temperature of the collectors was kept constant. However, the mass flow rate can be changed with the solar radiation intensity. A certain amount of feed water gets heat in the PTSC during sunny periods, therefore, the consumption of natural gas is reduced. However, the integrated power plant operates as a conventional combined cycle (CCPP) during cloudy periods or at night. In the ISCCS, the processes start from the burning of compressed air and fuel in the combustion chamber (CC). The produced gas accompanied by high temperature and pressure further expands in the turbine to deliver useful work. In addition, the flue gas of the gas turbine enters the HRSG to heat feed water to steam. This steam goes to the steam turbine through economizers, evaporators, and super heaters. On the other hand, when the CCPP is integrated with solar energy, a certain amount of feed water from the HRSG will be heated up by solar energy as well.
In particular, the solar injection point is a very significant parameter because efficient solar injection leads to a higher solar-to-electric efficiency (η sol-elec ). Additionally, considering the lower temperature difference between the steams before mixing could be effective to overcome the energy losses. Therefore, the superheated steam (358 • C) is generated by the solar collector mixed with the exhaust steam (349 • C) of the high pressure turbine and the intermediate pressure superheated steam (329 • C). Furthermore, the reheater heats up these steams before they are injected back to the intermediate pressure turbine. The T-S diagram of the ISCCS is shown in Figure 2 .
Herein, solar energy was used as an auxiliary resource and the superheated steam temperature of the collectors was kept constant. However, the mass flow rate can be changed with the solar radiation intensity. A certain amount of feed water gets heat in the PTSC during sunny periods, therefore, the consumption of natural gas is reduced. However, the integrated power plant operates as a conventional combined cycle (CCPP) during cloudy periods or at night. 
Assumptions
The analysis was investigated under assumed various operating conditions as follows:
 The temperature was constant for the exhaust gas from the gas turbine.  Air and flue gas were considered as ideal gases, there are no pressure drops within the components.

The fuel of CCPP was natural gas at a lower heating value (LHV = 49,015 kJ/kg).
The ambient operating temperature and pressure of the reference environment were 20 ℃ and 1.0 bar, respectively.
Mathematical Modeling
Mathematical modeling of the proposed systems is presented in this section. Moreover, the thermodynamics analysis is divided into energy analysis, conventional exergetic analysis, and advanced exergetic analysis.
The incident solar power on the collector system is given by the equation:
where N is the number of collectors and A is the area of collectors. The energy absorbed by the absorber tube is expressed as:
In Equation (2) the optical efficiency of collectors ( opt  ) is further defined by
where
and K are the surface reflectivity of the compound parabolic concentrator, receiver transmissivity, receiver absorption rate, acquisition factor, mirror utilization rate, radiation and convective heat loss efficiency, and correction factor of incident angle, respectively. In addition, we applied the energy efficiency of ISCCS as the ratio of net power output to the total input energy in the power plant. 
Assumptions
The temperature was constant for the exhaust gas from the gas turbine. Air and flue gas were considered as ideal gases, there are no pressure drops within the components. The fuel of CCPP was natural gas at a lower heating value (LHV = 49,015 kJ/kg). The ambient operating temperature and pressure of the reference environment were 20 • C and 1.0 bar, respectively.
Mathematical Modeling
In Equation (2) the optical efficiency of collectors (η opt ) is further defined by
where η ρ , η τ , η α , η γ , η φ , η µ and K are the surface reflectivity of the compound parabolic concentrator, receiver transmissivity, receiver absorption rate, acquisition factor, mirror utilization rate, radiation and convective heat loss efficiency, and correction factor of incident angle, respectively. In addition, we applied the energy efficiency of ISCCS as the ratio of net power output to the total input energy in the power plant. where m f and LHV are the mass flow rate and the lower heat value of the fuel. The net solar-to-electricity efficiency is defined to evaluate the performance of the solar heat conversion in ISCCS.
where W ref is the net power output by the reference system (CCPP) with the same natural gas input. For the proposed system, the solar heat fraction is used to evaluate the amount of thermal energy provided by the solar field.
The fuel saving fraction for the proposed system is given by the following equation [27] :
The definition of exergy is a measure of the maximum capacity of a system to perform useful work. Herein, we express exergetic analysis through four distinct parts: kinetic, potential, physical, and chemical exergy. When potential and kinetic exergy are neglected, the exergy balance is expressed as follow [28] :
Ex ch (8) where physical and chemical exergy are defined as:
.
The complications of the chemical exergy calculation of fuel have been noticed with the above equation. Therefore, the following equation is used for the derivation.
where LHV is the lower heating value of nature gas and ξ is the ratio of fuel chemical exergy to lower heating value, which can be calculated by the flowing equation:
Furthermore, the projected exergy and absorbed exergy via the collectors were expressed as
where T a , T s , and T r are ambient temperature, solar surface temperature, and the collectors surface temperature, respectively. Based on the measured spectrum of radiation, the exergy of the solar radiation arriving at the earth was discussed by Petela [29] and Szargut [30] :
where ω is the angle at which the sun is visible from the earth, ϑ and ϕ are the azimuth and declension angle coordinates, respectively; b is the exergy radiation emitted by the sun. The advanced exergetic analysis was applied on ISCCS. We will analyze the destruction in each component under non-ideal working conditions. Exergy balance of k-th is defined as:
where .
Ex D,k is the exergy destruction caused by the irreversibility of components, .
Ex F,k and .
Ex p,k are the "Fuel" exergy consumed and the "Product" exergy in the process of energy conversion [31, 32] .
Additionally, for the k-th component, the exergy efficiency and destruction rate are defined:
The exergy balance equation for the overall system can be written as:
E L,tot are the total "fuel" exergy input in the system, total "product" exergy, and the exergy lost for the system.
Moreover, various components interact with each other in a complex system, therefore, the exergy destruction is split into endogenous ( [14, 33] . In order to estimate the endogenous exergy destruction of the k-th component, the k-th component was defined operating under real conditions, while other components of the proposed system operate under theoretical conditions (as shown in Table 1 ) [34] , the result is endogenous of the k-th component. Then, the exogenous exergy destruction can be estimated by the following equation:
Besides, the part of exergy destruction which cannot be reduced is called unavoidable exergy destruction ( . Ex UN D,k ), and the other part that can be reduced is avoidable exergy destruction (
. Some assumptions (as shown in Table 1 ) based on Petrakopoulou et al. [31] were used to calculate the unavoidable exergy destruction of the k-th component, which was defined by the experience and knowledge of the author on CCPP. Then, the avoidable exergy destruction of the k-th component can be estimated by [34] :
The output results of the above approaches provide a thorough understanding of the system energy-saving, improving components performances, and reducing irreversibility losses in the working process. 
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Results and Discussion
Model Validation
The models of CCPP and PTSC were built on Ebsilon ® Professional (12.05, STEAG company, Essen, Germany), which is widely used in power plant design, evaluation, optimization, and other thermal cycle processes. In order to validate the accuracy of the simulation process of the proposed model, a series of main parameters were selected. The main thermodynamic parameters of design values based on the SGT5-4000F running data and simulation values of CCPP are shown in Table 2 . Herein, we noticed that deviations between models and the designed system were of an acceptable scope, highlighting the potential of the proposed models for further optimization. A LS-2 trough solar collector with single axis tracking and uniformed on a north-south line was chosen to track the sun radiation from east to west as the case study. The main design parameters of PTSC are listed in Table 3 . Our works were carried out (ambient temperature of 20 • C, wind speed of 2.2 m/s) on 21st of June in Zhengzhou (34.7 • N, 113.7 • E). Herein, the total incident radiation on the collectors was about 183 MW with total energy absorption of 99.72 MW. The mass flow rate of oil in the collectors was 229.57 kg/s. The temperature of the feed water and superheated steam from the solar collector were 149.5 • C and 358.5 • C, respectively. 
Energy and Conventional Exergetic Analysis
The energy, exergetic and economic (3E) analysis of the proposed ISCCS were investigated via thermodynamic variables for selected material streams as listed in Table 4 . In the energy analysis we showed that the heat efficiency of parabolic collectors is related to the DNI and the difference value between operating temperature and ambient temperature (∆T = T − T a ). The dependence of PTSC efficiency with the DNI and ∆T is displayed in Figure 3 . It can be seen that the PTSC efficiency drops at high operating temperature (T), however a higher DNI value results in an efficient performance. Herein, the curves in Figure 3 were obtained under the normal incident angle of solar light condition. It was observed that the maximum heat collection efficiency occurred when T is equal to the T a , which means the thermal efficiency and optical efficiency are similar. It was observed that the maximum heat collection efficiency occurred when T is equal to the Ta, which means the thermal efficiency and optical efficiency are similar. Additionally, the net solar-to-electric efficiency (η sol−elec ) shows efficient performance with higher value of DNI under each T a as plotted in Figure 4 . There is a rapid response of the η sol−elec when the DNI is less than 500 W/m 2 , and a slow response when DNI is greater than 500 W/m 2 . In contrast, the T a shows little influence on the η sol−elec . Furthermore, the effect of DNI on η sol−elec is greater than that of T a . The higher value of DNI increases the mass flow rate of PTSC, and thus provides more solar energy to the system. The influence of DNI on overall plant exergy efficiency under different Ta is plotted in Figure 5 . The simulation results revealed that the ISCCS exergy efficiency consistently increases with Ta, however, it drops with the increase of DNI. It is important to notice that the solar energy density utilized through PTSC is lower than the fossil fuel consumed in CCPP. Although, the efficiency of PTSC is lower than that of CCPP, however as a natural source of free energy it is desirable for the community of ISCCS. We further investigated that a part of natural gas consumption could be reduced with the increase of solar energy generation in the proposed ISCCS. Figure 6 shows that the power generation contributed from PTSC increases with the DNI. The highest PTSC power generation from 0 MW to 30 MW was obtained with an increased DNI value (864 W/m 2 ). The corresponding power generation contributed from solar energy was about 7.7% compared to the overall plant power output. At the The influence of DNI on overall plant exergy efficiency under different T a is plotted in Figure 5 . The simulation results revealed that the ISCCS exergy efficiency consistently increases with T a , however, it drops with the increase of DNI. It is important to notice that the solar energy density utilized through PTSC is lower than the fossil fuel consumed in CCPP. Although, the efficiency of PTSC is lower than that of CCPP, however as a natural source of free energy it is desirable for the community of ISCCS. The influence of DNI on overall plant exergy efficiency under different Ta is plotted in Figure 5 . The simulation results revealed that the ISCCS exergy efficiency consistently increases with Ta, however, it drops with the increase of DNI. It is important to notice that the solar energy density utilized through PTSC is lower than the fossil fuel consumed in CCPP. Although, the efficiency of PTSC is lower than that of CCPP, however as a natural source of free energy it is desirable for the community of ISCCS. We further investigated that a part of natural gas consumption could be reduced with the increase of solar energy generation in the proposed ISCCS. Figure 6 shows that the power generation contributed from PTSC increases with the DNI. The highest PTSC power generation from 0 MW to 30 MW was obtained with an increased DNI value (864 W/m 2 ). The corresponding power generation contributed from solar energy was about 7.7% compared to the overall plant power output. At the We further investigated that a part of natural gas consumption could be reduced with the increase of solar energy generation in the proposed ISCCS. Figure 6 shows that the power generation contributed from PTSC increases with the DNI. The highest PTSC power generation from 0 MW to 30 MW was obtained with an increased DNI value (864 W/m 2 ). The corresponding power generation contributed from solar energy was about 7.7% compared to the overall plant power output. At the same time, the CCPP power generation drops from 390 MW to 360 MW when the total power generation of the ISCCS remains constant. The overall fuel-saving fraction and solar heat fraction values for transient behavior of solar irradiance on 21st June are illustrated in Figure 7 . It has been noted that the higher the performance of DNI, the higher are the fuel-saving fraction and solar heat fraction. Also, the highest values of 7.86% and 13.26% are achieved at solar noon times, respectively. The exergy efficiency and exergy destruction rate of the overall system varying with time are shown in Figure 8 . It is observed that the higher the DNI the lower the exergy efficiency. Besides, the tendency of the exergy destruction rate shows the opposite performance. For the reason that the energy density of solar energy is lower than the fossil fuel, the more the solar energy input of the ISCCS, the lower the exergy efficiency. However, as a natural free source, integrating solar energy into a conventional CCPP can save fuel cost. The overall fuel-saving fraction and solar heat fraction values for transient behavior of solar irradiance on 21st June are illustrated in Figure 7 . It has been noted that the higher the performance of DNI, the higher are the fuel-saving fraction and solar heat fraction. Also, the highest values of 7.86% and 13.26% are achieved at solar noon times, respectively. The overall fuel-saving fraction and solar heat fraction values for transient behavior of solar irradiance on 21st June are illustrated in Figure 7 . It has been noted that the higher the performance of DNI, the higher are the fuel-saving fraction and solar heat fraction. Also, the highest values of 7.86% and 13.26% are achieved at solar noon times, respectively. The exergy efficiency and exergy destruction rate of the overall system varying with time are shown in Figure 8 . It is observed that the higher the DNI the lower the exergy efficiency. Besides, the tendency of the exergy destruction rate shows the opposite performance. For the reason that the energy density of solar energy is lower than the fossil fuel, the more the solar energy input of the ISCCS, the lower the exergy efficiency. However, as a natural free source, integrating solar energy into a conventional CCPP can save fuel cost. The exergy efficiency and exergy destruction rate of the overall system varying with time are shown in Figure 8 . It is observed that the higher the DNI the lower the exergy efficiency. Besides, the tendency of the exergy destruction rate shows the opposite performance. For the reason that the energy density of solar energy is lower than the fossil fuel, the more the solar energy input of the ISCCS, the lower the exergy efficiency. However, as a natural free source, integrating solar energy into a conventional CCPP can save fuel cost. Another important analysis of the ISCCS was carried out via exergetic analysis. It is known that energy analysis is based on the first law of thermodynamics, while exergetic analysis is based on both the first and second law of thermodynamics. Besides, exergetic analysis is effective in evaluating quantitatively origins and sites of thermodynamic deficiencies in the energy system, thus revealing the possibilities of thermodynamic enhancement. Moreover, the conclusions from the exergetic analysis have a vital role in the existing processes improvement. The calculated exergy variables for selected main components are shown in Table 5 . Another important analysis of the ISCCS was carried out via exergetic analysis. It is known that energy analysis is based on the first law of thermodynamics, while exergetic analysis is based on both the first and second law of thermodynamics. Besides, exergetic analysis is effective in evaluating quantitatively origins and sites of thermodynamic deficiencies in the energy system, thus revealing the possibilities of thermodynamic enhancement. Moreover, the conclusions from the exergetic analysis have a vital role in the existing processes improvement. The calculated exergy variables for selected main components are shown in Table 5 . Furthermore, to make meaningful our proposed system, the exergy destruction within different parts of the ISCCS was analyzed as shown in Figure 9 . The CC resulted in the largest exergy destruction of 58.85%. This largest exergy destruction was not only caused by the low fuel temperature before burning but also the process of fuel heating to get to the fire point. The energy loss in the oil-water heat exchanger and the heat transfer process within the long pipe-lines region of the PTSC caused the second largest exergy destruction of 14.31%. Therefore, it is clear from the above analyses that the CC and PTSC should be addressed for further energy conservation. Furthermore, to make meaningful our proposed system, the exergy destruction within different parts of the ISCCS was analyzed as shown in Figure 9 . The CC resulted in the largest exergy destruction of 58.85%. This largest exergy destruction was not only caused by the low fuel temperature before burning but also the process of fuel heating to get to the fire point. The energy loss in the oil-water heat exchanger and the heat transfer process within the long pipe-lines region of the PTSC caused the second largest exergy destruction of 14.31%. Therefore, it is clear from the above analyses that the CC and PTSC should be addressed for further energy conservation. 
Advanced Exergetic Analysis
The advanced exergetic method on ISCCS was further implemented to better understand the causes of exergy destruction thoroughly in every component. Herein, the exergy destruction was split into exogenous/endogenous and unavoidable/avoidable parts. While the endogenous exergy destruction is independent of external factors, it can be caused by the irreversible losses. On the other hand, exogenous exergy destruction is relevant to the operation condition and the interaction effects among components. The diagrams of overall exogenous/endogenous and unavoidable/avoidable exergy destruction of ISCCS are presented in Figure 10 . It can be observed that the endogenous exergy destruction rate resulted in 82.39% while the exogenous exergy destruction was 17.61%. This approach also revealed that most irreversible exergy destruction was caused by the component itself and was independent of external factors, which reveals that the system topology contributes largely to its exergy destruction. Besides, we can also observe that unavoidable exergy destruction resulted in 82.22% while the avoidable exergy destruction was 17.78%. It should be noted that the unavoidable exergy destruction indicates that it cannot be reduced under the current technological or economical constraints. However, the proportions of unavoidable and exogenous parts differ significantly with different types of components. 
The advanced exergetic method on ISCCS was further implemented to better understand the causes of exergy destruction thoroughly in every component. Herein, the exergy destruction was split into exogenous/endogenous and unavoidable/avoidable parts. While the endogenous exergy destruction is independent of external factors, it can be caused by the irreversible losses. On the other hand, exogenous exergy destruction is relevant to the operation condition and the interaction effects among components. The diagrams of overall exogenous/endogenous and unavoidable/avoidable exergy destruction of ISCCS are presented in Figure 10 . It can be observed that the endogenous exergy destruction rate resulted in 82.39% while the exogenous exergy destruction was 17.61%. This approach also revealed that most irreversible exergy destruction was caused by the component itself and was independent of external factors, which reveals that the system topology contributes largely to its exergy destruction. Besides, we can also observe that unavoidable exergy destruction resulted in 82.22% while the avoidable exergy destruction was 17.78%. It should be noted that the unavoidable exergy destruction indicates that it cannot be reduced under the current technological or economical constraints. However, the proportions of unavoidable and exogenous parts differ significantly with different types of components. Furthermore, to make meaningful our proposed system, the exergy destruction within different parts of the ISCCS was analyzed as shown in Figure 9 . The CC resulted in the largest exergy destruction of 58.85%. This largest exergy destruction was not only caused by the low fuel temperature before burning but also the process of fuel heating to get to the fire point. The energy loss in the oil-water heat exchanger and the heat transfer process within the long pipe-lines region of the PTSC caused the second largest exergy destruction of 14.31%. Therefore, it is clear from the above analyses that the CC and PTSC should be addressed for further energy conservation. 
The advanced exergetic method on ISCCS was further implemented to better understand the causes of exergy destruction thoroughly in every component. Herein, the exergy destruction was split into exogenous/endogenous and unavoidable/avoidable parts. While the endogenous exergy destruction is independent of external factors, it can be caused by the irreversible losses. On the other hand, exogenous exergy destruction is relevant to the operation condition and the interaction effects among components. The diagrams of overall exogenous/endogenous and unavoidable/avoidable exergy destruction of ISCCS are presented in Figure 10 . It can be observed that the endogenous exergy destruction rate resulted in 82.39% while the exogenous exergy destruction was 17.61%. This approach also revealed that most irreversible exergy destruction was caused by the component itself and was independent of external factors, which reveals that the system topology contributes largely to its exergy destruction. Besides, we can also observe that unavoidable exergy destruction resulted in 82.22% while the avoidable exergy destruction was 17.78%. It should be noted that the unavoidable exergy destruction indicates that it cannot be reduced under the current technological or economical constraints. However, the proportions of unavoidable and exogenous parts differ significantly with different types of components. The exergy destruction rates of main components are shown in Figure 11 . It can be seen that the endogenous and unavoidable exergy destruction in CC (199.31 MW and 189.51 MW) are the highest, followed by the PTSC (51.77 MW and 50.01 MW). However the CC also has a large avoidable exergy destruction of 33.50 MW, and thus it can be reduced by improving the operating conditions, such as preheating the fuel before burning in CC. Besides, the largest exogenous exergy destruction rates occurred in the turbines (74.83%) and compressor (95.24%), which can be improved by reducing both their inherent irreversibility and the inefficiency. Additionally, we presented the exergy destruction (unavoidable/avoidable and exogenous/endogenous) of CC varying with the fuel temperature, as shown in Figure 12 . It can be observed that with the fuel temperature increase from 55 • C to 80 • C, the total exergy destruction of CC decreased 0.72 MW, and the endogenous and unavoidable exergy destruction decreased 0.91 MW and 0.68 MW, respectively.
The obtained information by spitting the exergy destruction into endogenous/exogenous and avoidable/unavoidable parts help us better understand the potential for improving and the interdependencies in the components. In addition, all the exogenous, endogenous, avoidable, and unavoidable exergy destruction values are positive which means that the performance of components improves with the performance enhancement of the remaining system components. The exergy destruction rates of main components are shown in Figure 11 . It can be seen that the endogenous and unavoidable exergy destruction in CC (199.31 MW and 189.51 MW) are the highest, followed by the PTSC (51.77 MW and 50.01 MW). However the CC also has a large avoidable exergy destruction of 33.50 MW, and thus it can be reduced by improving the operating conditions, such as preheating the fuel before burning in CC. Besides, the largest exogenous exergy destruction rates occurred in the turbines (74.83%) and compressor (95.24%), which can be improved by reducing both their inherent irreversibility and the inefficiency. Additionally, we presented the exergy destruction (unavoidable/avoidable and exogenous/endogenous) of CC varying with the fuel temperature, as shown in Figure 12 . It can be observed that with the fuel temperature increase from 55 ℃ to 80 ℃, the total exergy destruction of CC decreased 0.72 MW, and the endogenous and unavoidable exergy destruction decreased 0.91 MW and 0.68 MW, respectively.
The obtained information by spitting the exergy destruction into endogenous/exogenous and avoidable/unavoidable parts help us better understand the potential for improving and the interdependencies in the components. In addition, all the exogenous, endogenous, avoidable, and unavoidable exergy destruction values are positive which means that the performance of components improves with the performance enhancement of the remaining system components. 
Economic Analysis
The thermodynamic performance of the overall design and the components in the proposed system has been discussed above, besides, a preliminary economic analysis needs to be assessed as well. Herein, considering the cost of PTSC, operation and maintenance, the levelized energy cost of the electricity (LCOE) was defined and used for the basic economic evaluation criteria, which can be formulated as [9, 10] :
where LC O&M is the operation and maintenance costs and LC LNV is the levelized costs of the investment, which can be calculated as [9, 10] :
where INV is the total equipment investment and CRF is the capital recovery factor and i eff is the effective discount and n is the economic life of the system. The annual cost of the proposed system can be calculated by the formula:
where A is the annual cost, N is the time in year, e is the inflation rate figure, r is the effective discount rate. The economic evaluations show that the specific investment of the solar field is about 286.57 $/m 2 , the operation and maintenance cost for new equipment is 2% of the total investment. In addition, the effective discount rate is 7% and economic life is about 30 years as the economic analysis results show in Table 6 . Furthermore, the reduction of fuel cost is 1.86 $/MW·h due to the solar energy input to the system. On the other hand, CO 2 emissions can be reduced by about 88.40 kg/MW·h. Additionally, from such an analysis it can be concluded that the ISCCS is not only desirable for economic benefits, but also for reducing global warming than conventional CCPP, and thus, it provides better commercial competitiveness. 13.12 Figure 13 shows the variation of the LCOE values for the ISCCS as a function of the specific investment cost of the solar field. It was found that the LCOE still falls as the decrease of solar field specific investment cost falls. Figure 14 shows the predicted cumulative system cost for the solar field as a function of time in years for three different solar field area prices of 226, 256 and 286 $/m 2 . The break points (payback time) range from 9 to 13 years. The current cost of the solar field in general is expected to decrease dramatically with mass production and this may then make such a system more economically viable. Furthermore, the proposed system provides a cost effective way against the high price of natural gas. Indeed, the advantages of an ISCCS over a CCPP are clearer when CO 2 emissions are considered and the ISCCS would be more economical than a CCPP when considering the carbon price.
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Conclusions
In this study, the investigations through energy, exergetic, and economic (3E) methods were aimed on the ISCCS, which includes conventional CCPP and PTSC. The varied thermodynamic properties (including power generations, fuel saving fraction, solar heat fraction, energy efficiency and exergy destruction rate) of the proposed system were discussed. Additionally, the exergy destruction was split into exogenous/endogenous and unavoidable/avoidable parts to better understand the real potential of the overall system and components. Besides, an economic analysis was carried out to estimate the cost-effectiveness. From the obtained results the following can be concluded about this study:

The efficiency of PTSC was influenced by the DNI and ∆T (T − Ta), in such way that the effect of DNI on the net solar-to-electric efficiency was greater than that of Ta. Thus, the highest PTSC power generation from 0 MW to 30 MW was obtained with increased DNI values (864 W/m 2 ).  For the overall power plant, the exogenous and endogenous exergy destruction resulted in 17.61% and 82.39%, while the unavoidable and avoidable were 82.22% and 17.78%, respectively. The largest break points (payback time) range from 9 to 13 years. The current cost of the solar field in general is expected to decrease dramatically with mass production and this may then make such a system more economically viable. Furthermore, the proposed system provides a cost effective way against the high price of natural gas. Indeed, the advantages of an ISCCS over a CCPP are clearer when CO2 emissions are considered and the ISCCS would be more economical than a CCPP when considering the carbon price. 
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The efficiency of PTSC was influenced by the DNI and ∆T (T − T a ), in such way that the effect of DNI on the net solar-to-electric efficiency was greater than that of T a . Thus, the highest PTSC power generation from 0 MW to 30 
